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1. INTRODUCTION

Woodard & Curran has prepared this Self-Implementing On-Site Cleanup and Disposal Plan (SIP) on behalf of the
University of Maine (UMaine) to comply with U.S. Environmental Protection Agency (EPA) requirements under 40
CFR 761.61(a). The former Stewart Commons dining hall located on the UMaine campus in Orono, Maine is
scheduled for partial demolition in 2011. This Plan details the proposed remedial approach for polychlorinated
biphenyl (PCB) bulk product waste (original caulking) and PCB remediation waste (impacted adjacent materials)
present at Stewart Commons.

1.1 BACKGROUND

Stewart Commons is a former dining hall located near the northern end of the UMaine campus between Hilltop Road
(north), Androscoggin Road (east), Long Road (south), and Hebron Road (west). A Site Locus Map of the
surrounding area is provided as Figure 1-1 below. The existing Stewart Commons building, originally constructed in
1963, served as a dining hall until it was vacated in 2006. The one-story building is constructed primarily of concrete
and brick masonry in the northern (rear) portion of the building and of concrete, granite, and metal in the southern
(front) portion of the building; photographs of each of the building faces are provided at the end of this section. Three
main entrance ways are present on the south face of the building, with various side entries present on the east and
west faces, and loading dock entrances present on the north face of the building. Surrounding ground surfaces are
generally flat in elevation and consist of asphalt or grass-covered soils.

Figure 1-1: Site Locus Map



UMaine – Stewart Commons (222822.02) 1-2 Woodard & Curran
PCB Remediation Plan.doc March 2011

1.2 CONCEPTUAL SITE MODEL

Certain joint caulking used as part of standard construction practices for masonry buildings and concrete structures
erected between the 1950’s and late 1970’s is known to have been manufactured with PCBs. PCBs were added to
caulking for durability, resistance to degradation, and as a softener/plasticizer for application. Due to the porous
nature of concrete and other masonry surfaces, PCBs in caulking may penetrate into adjacent materials during
application or over time, may leach or weather, and/or may be disturbed during renovations or other work.
Production and approved usage of PCBs was halted in the United States in the late 1970s. As indicated above, the
Stewart Commons building was constructed during this time period.

In preparation for the Stewart Commons renovation project and based on the date of building construction, interior
and exterior caulking materials were inspected and inventoried, and representative samples were collected for PCB
analysis. Analytical results indicated that some interior and exterior caulking materials contained PCBs at
concentrations greater than 50 parts per million (ppm). Based on these results, adjacent building materials and soils
were sampled to determine whether PCBs had migrated from the caulking into these adjacent materials. Detectable
concentrations of PCBs were reported in certain adjacent concrete, brick, and soil, and also on polished (non-porous)
granite surfaces.

Based on the concentration and distribution of PCBs detected in adjacent materials, it is apparent that the caulking
used in original construction was the source of PCBs. In general, concentration gradients identified in the adjacent
materials demonstrate a reduction in total PCBs with increasing distance from caulked joints.

Under 40 CFR Part 761, caulking containing PCBs ≥ 50 ppm and select building materials coated or in direct contact 
with the caulking will be managed as a PCB Bulk Product Waste per 40 CFR 761.62 upon removal from the building
and subsequent disposal. Adjacent building materials and soils identified with PCBs > 1 ppm will be managed as
PCB Remediation Waste in accordance with 40 CFR 761.61.

1.3 PLAN ORGANIZATION

This SIP is organized into the following sections:

Section 2: Site Characterization

The site characterization section provides a summary of the characterization data that has been collected to date and
presents the nature and extent of PCBs.

Section 3: Remediation Plan

The remediation plan section includes a discussion of the remedial objectives and cleanup levels, the remediation
approach for each PCB-affected media, a sequence of activities, and a verification sampling plan.

This plan has been prepared to satisfy the requirements of 40 CFR 761.61(a) for the removal and off-site disposal of
PCB remediation wastes.
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2. SITE CHARACTERIZATION

From February 2010 to February 2011, Woodard & Curran collected a total of 34 primary samples of caulking and
adjacent materials at representative interior and exterior locations, including:

 Caulking (12 bulk samples);

 Concrete (8 bulk samples);

 Brick (2 bulk samples);

 Polished Granite (4 surface wipe samples);

 Perimeter Soil (8 bulk samples).

An analytical data summary is provided as Table 2-3 at the end of this section. In addition to the primary samples
outlined above, one field duplicate sample was collected for data validation purposes.

2.1 SAMPLE COLLECTION AND ANALYSIS METHODS

Reusable sampling equipment was decontaminated prior to use and between each sample location using an initial
gross removal to remove any visible material or debris followed by a detergent scrub, a distilled or de-ionized water
rinse, and a final wipe down. Sampling methods particular to each sample media are described below.

 Caulking samples were collected by cutting and scraping the caulking from the joint with hand tools. If
adjacent media (e.g., concrete or a foam backer rod) was inadvertently removed in the process of sample
collection, this media was physically removed from the caulking before the appropriate volume of the
sample media was placed in its sample container.

 Concrete and brick sampling was conducted in general accordance with the USEPA Region I Draft
Standard Operating Procedure for Sampling Concrete in the Field (December 1997) using a hammer drill.
Holes were made into the concrete to a depth of 0.5 inches and spanned a length necessary to achieve the
required sample volume. After the holes were made, the bulk material was scooped from the surface using
hand tools and placed in the appropriate sample containers.

 Wipe samples were collected in accordance with the standard wipe test as defined in 40 CFR 761.123.
Wipe samples were collected from the prescribed 100 cm2 area using a laboratory prepared hexane-soaked
gauze pad.

 Soil samples were collected in accordance with standard environment practices for collecting soil samples
from 0-3 inches below ground surface with a stainless steel hand trowel.

Bulk media and surface wipe samples were logged on standard Chain-of-Custody (COC) forms and stored on ice for
delivery to Analytics Environmental Laboratory of Portsmouth, New Hampshire. Samples were extracted using
USEPA Method 3540C (Soxhlet Extraction) and analyzed for PCBs using USEPA Method 8082. The complete
laboratory analytical reports for the characterization data are provided in Appendix A of this report.
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2.2 SITE CHARACTERIZATION RESULTS – INTERIOR BUILDING MATERIALS

The results of the characterization are presented in the following sections by sample media.

2.2.1 Interior Caulking

As part of the planning activities for the overall building renovation project, an inventory of interior caulking was
conducted as part of the building material classification survey. Two types of visibly distinct interior caulking were
observed at the window/door units on the south face of the building, where two entries (Southeast and Southwest)
are composed of a single window/door unit, and a third entry (South Center) is composed of inner and outer window /
door units separated by a breezeway (see interior photos on the following page). A summary of the caulking
materials by type and total estimated quantities is presented below:

Table 2-1: Interior Caulking Inventory

Caulking Type and Location Estimated Quantity

Caulking type represented by UMSC-CBK-001;
present at metal frames to interior concrete wall
joints.

Southwest entry, interior side of window / door unit = 67 linear feet (l.f.)
South Center entry, interior of inner breezeway doors = 42 l.f.
Southeast entry, interior side of window / door unit = 67 l.f.
Total amount = 176 l.f.

Caulking type represented by UMSC-CBK-002;
present at metal frames to concrete wall joints
interior to the South Center entry breezeway
(outside of inner doors and inside of outer doors).

South Center lobby breezeway doors = 82 l.f.
Total amount = 82 l.f.

Total Interior Caulking = 258 linear feet

Based on the inventory conducted, samples of caulking were collected to determine whether or not PCBs were
present in these materials for waste disposal considerations. One sample was collected from each type of interior
caulking observed.  Analytical results indicated that PCBs were present at concentrations ≥ 50 ppm in sample 
UMSC-CBK-001 (7,680 ppm) and UMSC-CBK-002 (171 ppm) as summarized in Table 2-3. Based on these results,
the volume of caulking presented in Table 2-1 has been assumed to contain PCBs at concentrations ≥ 50 ppm. 

No interior caulking materials were observed at locations other than the south face entries described in this section.

2.2.2 Interior Concrete Blocks

The building materials adjacent to the interior caulking described above consist of concrete block walls adjacent to
each of the three south face entryways. The block walls are each a continuous unit spanning from the interior of the
building to the inside of the South Center breezeway, and continues from the building interior to the building exterior
at the Southeast and Southwest lobbies.
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Caulking type UMSC-CBK-001
(not actual sample location)

Southeast Entry (Same Construction as
Southwest Entry)

South Center Entry Doors
(Outer Doors at Left, Inner Doors at Right)

Caulking type
UMSC-CBK-002

Concrete sample
UMSC-CBC-025

February 2011

February 2011
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To characterize the potential PCB impacts to the interior portions of the concrete block walls, samples were collected
at various distances from the caulked joints containing PCBs ≥ 50 ppm. Samples were collected from the western 
interior block wall adjacent to caulking sample UMSC-CBK-001 and from the western wall of the breezeway between
the two sets of South Center entry doors adjacent to caulking sample UMSC-CBK-002. Initial samples at each
location were collected at 6 inches from the joint.

The concrete sample collected 6 inches from caulking type UMSC-CBK-002 in the South Center entry breezeway
was reported with PCBs at 0.391 ppm. Because this result met the 1 ppm unrestricted use cleanup level, the extent
of PCBs in concrete block walls adjacent to caulking type UMSC-CBK-002 (within the breezeway) was delineated at
a lateral distance of 6 inches from the joint.

The concrete sample collected 6 inches from caulking type UMSC-CBK-001 at the interior of the building on the west
wall was reported with PCBs > 1 ppm at 3.25 ppm. A second sample was collected at a distance of 12 inches from
the joint and reported a decrease in PCB concentrations to a level of 2.19 ppm. After receiving the 12 inch sample
result, a plan was developed to collect four samples at a distance of 24" from this and three other similar joints to
gain a thorough understanding of the migration from this caulking type given the potential volume of concrete and
associated disposal costs for PCB impacted materials. Samples were collected from four concrete block walls where
this caulking type was present (east and west walls of both east and west lobbies). These results were reported with
PCBs ≤ 1 ppm in all four samples, and the extent of PCBs in concrete block walls adjacent to caulking type UMSC-
CBK-001 was delineated at a lateral distance of 24 inches from the joint.

2.3 SITE CHARACTERIZATION RESULTS – EXTERIOR BUILDING MATERIALS

The results of the characterization are presented in the following sections by sample media.

2.3.1 Exterior Caulking

As part of the planning activities for the overall building renovation project, an inventory of exterior caulking was
conducted as part of the building material classification survey. Eight types of visibly distinct exterior caulking were
observed at glass to metal joints, metal to metal joints, metal to masonry joints, metal to granite joints, and masonry
to granite joints on various sides of the building (see photos in Section 1 and below). At least one sample was
collected from each type of caulking observed. A summary of the caulking materials by type and total estimated
quantities is presented in the table below.
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Table 2-2: Exterior Caulking Inventory/Summary

Caulking Type and Location Estimated Quantity

PCBs ≥ 50 ppm 

Caulking represented by samples UMSC-CBK-004 and
UMSC-CBK-005; present at the vertical edges of granite
panels joined to metal walls, and the metal to brick wall joint
at the ends of these sections on the east and west façades.

9 east wall granite panels joined to metal wall x 12 l.f. each
9 west wall granite panels joined to metal wall x 12 l.f. each
4 south wall granite panel edges joined to metal wall x 8 l.f. each
2 east wall metal sections joined to brick wall x 15 l.f. each
2 east wall metal sections joined to brick wall x 15 l.f. each
Total amount = 308 l.f.

Caulking type represented by sample UMSC-CBK-006;
present at a metal to metal joint perimeter at east and west
side windows over granite panels.

9 east wall windows x 32 l.f. each
9 west wall windows x 32 l.f. each
Total amount = 576 l.f.

Caulking type represented by sample UMSC-CBK-010;
present at a granite wall to metal frame joint at the exterior
vertical joints of the South Center entry.

1 South Center entry door perimeter (3 sides) = 42 l.f.
Total amount = 42 l.f.

Caulking type represented by sample UMSC-CBK-008;
present at concrete block walls to metal frame joints at the
vertical joints of the Southeast and Southwest entries.

2 Southeast entry door joints x 16 l.f. each
2 Southwest entry door joints x 16 l.f. each
Total amount = 64 l.f.

PCBs > 1, < 50 ppm

Caulking type represented by samples UMSC-CBK-003
and UMSC-CBK-012; present at the perimeter of metal
window frames or air vent grills set into brick masonry on
the northeast, northwest, and north end of the building.

3 west wall windows x 30 l.f. each
7 air vent grills x 6 l.f. each
Total amount = 132 l.f.

Caulking type represented by sample UMSC-CBK-007;
present at a metal door frame to brick masonry perimeter at
west side entry door.

1 west wall door x 18 l.f.
Total amount = 18 l.f.

PCBs < 1 ppm

Caulking type represented by sample UMSC-CBK-009;
present at the base of concrete columns at the joint with a
granite curb on the south face of the building; at the east
side entry door in brick masonry; and at granite joints
beneath Southeast entry window/door unit.

6 columns x 5 l.f. each
1 east wall door x 18 l.f.
3 granite joints beneath Southeast entry x 1 l.f. each
Total amount = 51 l.f.

Urethane glazing represented by sample UMSC-CBK-011;
present at glass pane to metal frame joint of Southeast
entry windows and doors.

Total amount = 826 l.f.

Total Exterior Caulking = 2,017 linear feet

At joint types where samples were reported with PCBs < 1 ppm, no further assessment was conducted at those
locations.

At joint types where samples were reported with PCBs > 1 and < 50 ppm, it was determined that the caulking present
at these locations met the definition of an Excluded PCB Product as defined in 40 CFR 761.3, as both materials
appeared to be original to the building construction (i.e., the material was very brittle and deteriorated, and there was
no visual evidence of an older original caulking or newer replacement sealant at these joints).

At joint types where caulking samples were reported to contain PCBs ≥ 50 ppm, it was determined that each material 
sampled was most likely the original material installed at that location during the building construction. As such, the
caulking would be classified as a PCB bulk product waste upon its removal from the building. To evaluate whether
PCB had migrated from these caulking materials, the adjacent materials were assessed as described below.
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2.3.2 Exterior Brick

Four vertical caulking joints represented by caulking sample
UMSC-CBK-005 are present between metal panels and
brick walls as shown in the photo at the right. These joints,
which are each approximately 15 feet in length, are present
at each end of the metal / granite panel wall section on both
the east and west faces of the building.

It was assumed that given the concentration of PCBs in the
caulking (135,000 ppm), PCBs had also likely impacted the
brick in direct contact with the joint. To characterize the
potential PCB impacts to the bricks not in direct contact with
the caulking, two samples were collected from the first full
brick after the 90° corner from the caulked joint (i.e., the
near edge of the second row of bricks). One sample was
collected from the east wall, and one from the west wall.

Both samples were reported with PCBs below the
unrestricted use cleanup level of 1 ppm (east wall sample at
0.355 ppm and west wall sample at 0.369 ppm). Because
these results were reported below 1 ppm, the extent of
PCBs in the brick walls adjacent to caulking type UMSC-
CBK-005 has been delineated at a lateral distance of one
brick width from the joint.

2.3.3 Exterior Concrete

Four vertical caulking joints represented by caulking sample
UMSC-CBK-008 are present between concrete block walls and
metal window / door frames on the south face of the building.
These joints, which are each approximately 16 feet in length, are
present at the east and west edges of both the Southeast and
Southwest entry doors. A photo of this joint type is provided at left.

It was assumed that given the concentration of PCBs in the
caulking (28,000 ppm), PCBs had also likely impacted the concrete
block in direct contact with the joint. To characterize the potential
PCB impacts to the concrete block not in direct contact with the
caulking, samples were collected adjacent to caulking sample
UMSC-CBK-008 on the west wall exterior to the Southwest entry
doors. The sample at this location was collected at 6 inches from
the joint and reported PCBs at 0.735 ppm. Because this result met
the 1 ppm unrestricted use cleanup level, the extent of PCBs in
concrete block walls adjacent to caulking type UMSC-CBK-008
was delineated at a lateral distance of 6 inches from the joint.

Caulking type
UMSC-CBK-005

Brick Sample
Location (Typical)

Joint Type UMSC-
CBK-008 (Typical)

February 2010

February 2011
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2.3.4 Exterior Granite

Two sets of surface wipe samples were collected from the
granite blocks - one set per east and west building face. The
surface wipe samples were collected in accordance with the
standard wipe test as defined in 40 CFR 761.123 over the
prescribed 100 cm2 area using a hexane-soaked laboratory-
prepared gauze pad. While four vertical granite to metal
joints are also present on the south face of the building, the
characterization sampling was performed at the east and
west locations given the higher concentration of PCBs in
caulking at these joints.

On each of the east and west faces of the building, the first
surface wipe sample was collected from the granite face
parallel to the building (not in direct contact with the caulking)
to delineate the potential extent of PCBs on the surface. The
edge of this surface is around a 90° corner from the caulked
joint, and is located approximately 1.5 inches from the joint
(i.e., the granite panel thickness is 1.5 inches). Both samples
were both reported as non-detect for PCBs, as PCBs were
not detected above the laboratory’s minimum reporting limit
of 0.5 micrograms per 100 square centimeters (ug/100cm2).

On each of the east and west faces of the building, the
second surface wipe sample was collected from the granite in direct contact with the caulking. Because it was
assumed that some level of PCBs would be detected on this surface given the caulking PCB concentration of
167,000 ppm, the direct contact surfaces were decontaminated prior to sample collection to determine whether
granite decontamination could be a feasible remedial option. After removing a small section of caulking at each
sample location, a small-scale decontamination pilot test was conducted by scrubbing the newly exposed granite
surface with a wire brush and a heavy-duty citrus cleaner. The results of both samples collected from the
decontaminated granite formerly in direct contact with caulking were reported at 0.9 ug/100 cm2 for each of the east
and west walls, which is below the EPA's 10 microgram per 100 cm2 cleanup level for non-porous surfaces (e.g.,
polished granite).

2.4 ADJACENT GROUND SURFACES

Based on the results of the exterior caulking samples, which indicated that PCBs were present at concentrations up
to 405,000 ppm, a preliminary round of sampling was performed to assess PCB concentrations in adjacent soils. A
total of eight soil samples were collected from the perimeter of the building to determine whether PCBs had migrated
from the caulking to adjacent soils.

Six samples were collected from "worst-case" locations at the base of caulked joints on the east and west sides of
the building (three on each side) from 0 to 3 inches below ground surface. These results were reported with PCBs
ranging from 9.9 to 44.0 ppm (average concentration of 20.9 ppm). The concentrations of PCBs in soil exceed the
unrestricted use cleanup level of 1 ppm as well as the cleanup level established in the Maine Remedial Action
Guidelines for soil in a residential setting (2.4 ppm).

Joint Type UMSC-
CBK-004 (Typical)

February 2010

Joint Type UMSC-
CBK-006 (Typical)
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Two samples were collected from the south side of the building at locations immediately adjacent to the foundation.
These samples were not collected at the base of caulked joints, as no caulked joints on the southern face of the
building terminate at an unpaved ground surface. Both of these samples were reported as non-detect for PCBs.

Prior to remediation, additional characterization sampling will be performed to determine the horizontal and vertical
extent of soils containing PCBs > 1 ppm as described in Section 3.3.

2.5 CHARACTERIZATION SUMMARY

Results from an inventory and characterization sampling of interior and exterior building caulking indicated that
approximately 260 linear feet of interior caulking and 1,000 linear feet of exterior building caulking contained PCBs at
concentrations > 50 ppm and would be classified as PCB bulk product waste upon removal (40 CFR 761.62). The
caulking reported with PCBs > 50 ppm (interior and exterior) was limited to the southern two-thirds of the building,
where the exterior construction is primarily metal, granite, and concrete on a concrete foundation. The caulking
reported with PCB > 1 and < 50 ppm was limited to the northern one-third of the building (two caulking types only –
approximately 150 linear feet), where the exterior construction consists of brick masonry on a concrete foundation.

At the locations where caulking contained PCBs > 50 ppm, sampling of adjacent materials indicated:

 Concrete building materials coated or in direct contact with the caulked joints were assumed to have been
impacted by PCBs. Beyond the joint, PCB impacts to concrete block were limited to within 6 inches of the
caulked joint (interior and exterior) except interior block in the southern entry ways, which extended to 24
inches of the caulked joint inside the building (6 vertical joints – caulking type UMSC-CBK-001);

 Bricks coated or in direct contact with the caulked joints were assumed to have been impacted by PCBs.
Beyond the joint, PCB impacts to exterior brick is limited to the first full brick in direct contact with the
caulked joint on the east and west walls of the building (4 vertical joints – caulking type UMSC-CBK-005);

 Polished granite panel surfaces coated or in direct contact with the caulking were assumed to have been
impacted by PCBs. After decontamination, the surfaces were reported with PCB concentrations < 1
ug/100cm2 at both sample locations, and the surfaces 1.5 inches away were reported as non-detect for
PCBs (< 0.5 ug/100cm2) without any surficial decontamination;

 Surface soil samples on the east (3 locations) and west (3 locations) sides of the building were reported with
PCBs above Federal and State cleanup levels; samples on the south side (2 locations) did not detect PCBs.

2.6 DATA USABILITY ASSESSMENT

A data quality assessment was conducted by Woodard & Curran to evaluate the usability of the site characterization
data. Results for samples submitted to Analytics Environmental Laboratory were validated by a review of sample
custody, holding times, surrogates, method blanks, field blanks, matrix spike/matrix spike duplicates, laboratory
control samples, and laboratory and field duplicates. The assessment was performed in general conformance with
USEPA Region I Guidelines and the Quality Control Guidelines.

Some samples were analyzed at dilutions due to the high concentration of PCBs present in the samples and/or due
to sample matrix. Elevated quantitation limits are reported in these samples as a result of the dilutions performed.

One duplicate sample was collected and submitted to the laboratory as part of the field QA/QC procedures. The
results of the duplicate sample (UMSC-CBSD-021; 21.0 ppm) in comparison to its associated primary sample
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(UMSC-CBS-020; 23.9 ppm) indicated that the relative percent difference (12.9%) was within the limits allowed by
data acceptance criteria, signifying acceptable data precision.

The relative percent difference between the column results for all detected PCBs met acceptance criteria (≤ 25%) 
with the following exceptions: UMSC-CBK-001, UMSC-CBK-007, UMSC-CBK-012, UMSC-CBS-015, and UMSC-
CWG-032. These results were qualified as estimated (J).

Accuracy of the analytical data was assessed by reviewing recoveries for surrogates, laboratory control samples
(LCS), and laboratory control sample duplicates (LCSD). All surrogate recoveries met acceptance criteria or were
diluted out. The LCS and LCSD met acceptance criteria. No qualifications were applied to the data.

Representativeness of the data was evaluated utilizing site use information and sampling data. All samples were
extracted and analyzed within allowable holding times. Consistent procedures and laboratory analysis of the data
were achieved. Sample containers were packed on ice and were accompanied by complete chain of custody forms
from the time of sample collection until laboratory delivery. PCBs were not detected in the laboratory method blank
analysis, indicating that there were no interferences introduced at the laboratory during sample analysis.

The data packages were reviewed to ensure that all sample and associated quality assurance results were available.
The completeness review indicated that all samples were analyzed and all quality control results were available to
complete the data validation process.

Based on a review of the existing site data, the data adequately represents the materials tested, and the samples
collected to date are considered usable for the purposes of characterizing PCB-affected media in accordance with 40
CFR Part 761.



Table 2-3

Caulking and Adjacent Material Characterization Data

Stewart Commons - University of Maine - Orono, Maine

General Location Sample Description Sample ID Date
Detection

Limit
Total PCBs

Concrete to granite joint at base of columns in

front of south face entries; also used at granite

joints beneath south face east end entry doors;

also around the east side entry door at top of

stairs.

A flexible white repair caulking used where no

visible caulking was present beneath; sampled

from western column in front of southwest lobby

UMSC-CBK-009 02/25/10 0.330 ND

Caulking on metal within window panes (glass to

metal joint) on south face windows, east lobby

entryway

A very flexible and elastic intact gray urethane

caulking; sampled from the left vertical joint on

the easternmost window of the lobby

UMSC-CBK-011 02/25/10 0.300 0.630

UMSC-CBK-003 02/25/10 2.74 34.8

UMSC-CBK-012 02/25/10 0.59 13.0 J

Metal to brick joint at perimeter of west side entry

door at top of stairs

A very brittle and stiff white caulking protruding

from beneath the door frame at only some

portions of the frame; sampled from left vertical

joint of door frame

UMSC-CBK-007 02/25/10 0.260 3.41 J

Metal to metal joint at perimeter of windows

above each granite block on east and west walls

A thin bead of silver colored flexible and highly

elastic caulking sampled from the sixth window

on the west wall

UMSC-CBK-006 02/25/10 26,334 405,000

Metal frame to granite joint at south face central

lobby entry; perimeter of window bank.

A thin bead of a flexible gray intact caulking

sampled from the right side of the central lobby

on the south face

UMSC-CBK-010 02/25/10 158 2,600

Granite block to metal wall joint (9 granite block

panels on each of east and west walls, 2 granite

block panels on south wall);

UMSC-CBK-004 02/25/10 15,774 167,000

Metal wall to brick wall joint (2 joints each on

east and west walls).
UMSC-CBK-005 02/25/10 16,929 135,000

Metal to concrete block joint at the corners of the

south face window banks at the east and west

lobbies

A flexible gray caulking joint running from ground

to ceiling; sampled from southwest corner joint
UMSC-CBK-008 02/25/10 2,831 28,000

Concrete wall to metal window frame joint at the

west edge of the window bank of the west

entryway on the south face of the building.

Concrete sample taken 6" from vertical joint, at

the same location as sample -008.
UMSC-CBC-027 11/04/10 0.033 0.735

West side of the building, at metal wall to brick

wall joint.

Brick sample taken at second brick from caulked

joint, with the first brick being a half-brick length,

same location as sample -005

UMSC-CBB-028 11/04/10 0.036 0.369

East side of the building, at metal wall to brick

wall joint.

Brick sample taken at second brick from caulked

joint, with the first brick being a half-brick length,

same location as sample -020

UMSC-CBB-029 11/04/10 0.033 0.355

West side of the building, granite block to metal

wall joint

Decontamination pilot test location, caulking

removed, scrubbed with wire brush and citrus-

based solvent. Rinsed with DI water. Sample is

on granite face perpendicular to building wall, at

same location as sample -004

UMSC-CWG-030 11/04/10 0.5 0.9

West side of the building, granite block to metal

wall joint

Decontamination pilot test location. Rinsed with

DI water. Sample is on granite face parallel to

building wall, at same location as sample -004

UMSC-CWG-031 11/04/10 0.5 ND

East side of the building, granite block to metal

wall joint

Decontamination pilot test location, caulking

removed, scrubbed with wire brush and citrus-

based solvent. Rinsed with DI water. Sample is

on granite face perpendicular to building wall, at

same location as sample -019

UMSC-CWG-032 11/04/10 0.5 0.9 J

East side of the building, granite block to metal

wall joint

Decontamination pilot test location. Rinsed with

DI water. Sample is on granite face parallel to

building wall, at same location as sample -019

UMSC-CWG-033 11/04/10 0.5 ND

Bricks

Granite

A deteriorating light gray caulking protruding from

the joint at some locations; brittle and attached to

rust and/or paint on the outside, softer and

flexible on the inside. Sample collected from

center granite panel on western wall (-004) and

from the brick to metal joint at the southern end

of the western wall.

Exterior Building Materials

A very brittle non-elastic white caulk, removable

by breaking off fragments. Sampled from a west

window (-003) and a eastern vent (-012).

Brick to metal window frame perimeter joint (3

windows each on east and west walls); vent

perimeters (1 east wall vent; 6 north wall vents).

Caulking

Concrete

UMaine - Stewart Commons (222822.02)

Table 2-3

Woodard & Curran

March 2011



Table 2-3

Caulking and Adjacent Material Characterization Data

Stewart Commons - University of Maine - Orono, Maine

General Location Sample Description Sample ID Date
Detection

Limit
Total PCBs

West side of the building, between second and

third granite panels moving from north to south

Soil sample at building base, 0-3" deep,

encompassing both vertical joints
UMSC-CBS-013 11/04/10 0.790 9.98

West side of the building, between fifth and sixth

granite panels moving from north to south

Soil sample at building base, 0-3" deep,

encompassing both vertical joints
UMSC-CBS-014 11/04/10 0.790 9.89

West side of the building, between the southern-

most granite panel and brick portion

Soil sample at building base, 0-3" deep,

encompassing both vertical joints
UMSC-CBS-015 11/04/10 2.05 25.2 J

South side of the building, four feet west from the

west corner of the central entrance, behind the

bushes

Soil sample at building base, 0-3" deep UMSC-CBS-016 11/04/10 0.040 ND

South side of the building, eight feet east from

the east corner of the central entrance, behind

the bushes

Soil sample at building base, 0-3" deep UMSC-CBS-017 11/04/10 0.033 ND

East side of the building, between the southern-

most granite panel and brick portion

Soil sample at building base, 0-3" deep,

encompassing both vertical joints
UMSC-CBS-018 11/04/10 0.860 12.5

East side of the building, between fifth and sixth

granite panels moving from north to south

Soil sample at building base, 0-3" deep,

encompassing both vertical joints
UMSC-CBS-019 11/04/10 1.91 44.0

East side of the building, between the northern-

most granite panel and brick portion

Soil sample at building base, 0-3" deep,

encompassing both vertical joints
UMSC-CBS-020 11/04/10 1.98 23.9

Concrete wall to metal window frame joints at

edges of the window banks of the three main

entryways on the south face of the building.

A deteriorating translucent-colored flexible

caulking at southwest corner of building; sample

collected from edge of southwest entry door.

UMSC-CBK-001 02/25/10 308 7,680 J

Concrete wall to metal window frame joints at

edges of the window banks of the three main

entryways on the south face of the building.

An intact gray slightly flexible caulking within the

breezeway at the central entryway of the south

face; sample collected from western edge of

inner set of doors.

UMSC-CBK-002 02/25/10 16.4 171

Concrete wall to metal window frame joint at the

west edge of the window bank of the west

entryway on the south face of the building.

Concrete sample taken 6" from vertical joint, at

the same location as sample -001.
UMSC-CBC-022 11/04/10 0.330 3.25

Concrete wall to metal window frame joint at the

west edge of the window bank of the west

entryway on the south face of the building.

Concrete sample taken 12" from vertical joint, at

the same location as sample -001.
UMSC-CBC-023 11/04/10 0.170 2.19

Concrete wall to metal window frame joint at the

west edge of the window bank of the west

entryway on the south face of the building.

Concrete sample taken 24" from vertical joint, at

the same location as sample -001.
UMSC-CBC-034 02/09/11 0.033 0.784

Concrete wall to metal window frame joint at the

east edge of the window bank of the west

entryway on the south face of the building.

Concrete sample taken 24" from vertical joint. UMSC-CBC-036 02/09/11 0.033 0.277

Concrete wall to metal window frame joint at the

west edge of the window bank of the east

entryway on the south face of the building.

Concrete sample taken 24" from vertical joint. UMSC-CBC-038 02/09/11 0.033 0.525

Concrete wall to metal window frame joint at the

east edge of the window bank of the east

entryway on the south face of the building.

Concrete sample taken 24" from vertical joint. UMSC-CBC-040 02/09/11 0.033 0.289

Concrete wall to metal window frame joint at the

west edge of the door frame assembly of the

inner central entryway on the south face of the

building.

Concrete sample taken 6" from vertical joint, at

the same location as sample -002.
UMSC-CBC-025 11/04/10 0.033 0.391

Notes:

1. Samples were extracted by USEPA Method 3540C (Soxhlet) and analyzed by USEPA Method 8082.
2. Bulk sample results are presented in milligrams per kilogram (mg/kg); wipe sample results are presented in micrograms per 100 cm2 (ug/100cm2).

3. PCB results were reported as Aroclor 1254 with the exception of samples -030 and -032, which were reported as Aroclor 1260.
4. ND = Not detected above laboratory's minimum reporting limit, as indicated.

5. J = Result is qualified as estimated based on data validation.

Concrete

Perimeter Soils

Caulking

Interior Building Materials

UMaine - Stewart Commons (222822.02)
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3. REMEDIATION PLAN

The remediation plan proposed herein has been prepared to meet the requirements of 40 CFR 761.61(a). Interior
and exterior caulking containing PCBs ≥ 50 ppm will be removed for off-site disposal in accordance with 40 CFR 
761.62, and adjacent building materials containing PCBs > 1 ppm will be removed for off-site disposal in accordance
with 40 CFR 761.61(a). Materials will be segregated for disposal based on the classification of the materials as
PCBs ≥ 50 ppm, PCBs > 1 and < 50 ppm, or general demolition debris.  

This section includes details of the site preparations and controls, proposed remediation activities for each media,
verification sampling plans, waste storage and disposal plans, and recordkeeping requirements.

3.1 SITE PREPARATION AND CONTROLS

Prior to initiating remedial activities, the following site controls will be implemented:

 A Health & Safety Plan will be developed specific to the work activities. Workers will follow applicable
Federal and State regulations regarding the work activities, including but not limited to OSHA regulations,
fall protection standards, respiratory protection, ladder/scaffolding safety, personal protective equipment,
etc.;

 Additional notifications and plans required for the work activities will be prepared and submitted for approval,
as needed (EPA Approval notices and submittals, certifications, etc.);

 Access to the active work areas will be controlled in a manner determined by the contractor to meet project
requirements and access needs;

 Access to the removal areas will be by appropriate staging, scaffolding, and/or mechanical lifts. Caulking,
brick, and concrete removal areas will be contained using polyethylene sheeting or equivalent to control any
blowing dust or debris generated from the removal activities. Wet wiping and water misting will be used as
a dust suppressant as appropriate;

 Ground cover (water impervious membrane or equivalent) will be placed along the building walls to contain
any debris or building materials removed during the work;

 Powered tools will be equipped with appropriate tool guards and dust/debris collection systems (i.e., HEPA
filters). Wet wiping and vacuuming of tools and equipment in the work area will be performed at the
completion of the work activity;

 To reduce dust levels and exposures to dust, a combination of engineered controls (e.g., work zone
enclosures), equipment equipped with HEPA filters and dust controls, and personal protective equipment
(PPE – respirators) will be implemented as part of the work activities;

 At the end of each work day any debris or materials collected on the ground cover sheeting will be placed in
the appropriate waste containers;

 Following completion of the removal activities and verification that the cleanup levels have been met, site
controls specific to the PCB remediation component of work will be dismantled. Containment materials will
be transported off-site for proper disposal as per Section 3.4.
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3.2 REMEDY IMPLEMENTATION – BUILDING MATERIALS

The following sections present the remediation plan proposed for the clean-up and disposal of each of the identified
PCB-containing building media at Stewart Commons. The remainder of this plan is no longer separated by interior
and exterior materials, but instead is organized by construction type, as each renovation area described herein will
involve the removal of all building components. Each section describes the caulking present, the adjacent materials,
and how each waste stream will be managed relative to its PCB concentrations.

3.2.1 Entrance Ways - South Face

The south face of the building is constructed with four window / door assemblies: the Southeast and Southwest
assemblies each measure approximately 16 feet tall by 35 feet wide, and the two South Center assemblies (inner
and outer doors) each measure approximately 8.5 feet tall by 25 feet wide. At each door assembly, caulked joints
were observed at the vertical joints between the metal frames and the concrete block walls. At the South Center door
assembly, an upper horizontal caulked joint was observed between the metal frame and the overhanging ceiling
panel; while similar upper horizontal caulked joints could not be visually confirmed at the Southeast and Southwest
entries given their height and access limitations, it has been assumed for the purposes of this Plan that a similar
caulked joint is present at those locations. Finally, each door assembly with an exterior side (i.e., not the inner doors
of the South Center breezeway) is adjacent to some amount of polished granite as described below.

3.2.1.1 South Face Metal Window and Door Frames

At each joint, the metal frames in direct contact with interior and exterior caulking will be removed and disposed of
with the caulking as > 50 ppm PCB waste. Frames coated or in direct contact with the caulked joint will be removed
through mechanical means (saw cutting or equivalent) and segregated from the remaining frames not in direct
contact with caulking.

Given that no glazing sealant was observed on the majority of the windows and where present a sample did not
contain PCBs > 1 ppm, the window glass and frames not in direct contact with the caulking will be disposed of as
non-PCB wastes. Prior to disposal, wipe samples will be collected in accordance with 40 CFR 761.123 from these
frames at a frequency of 1 sample per 100 l.f. of frame (i.e., two samples per the Southeast and Southwest
assemblies [approximately 215 l.f. of non-direct contact frame each], and one sample per South Center assembly
[approximately 75 l.f. of non-direct contact frame each]). Samples will be transported to the laboratory under standard
chain of custody procedures, extracted by USEPA Method 3540C (Soxhlet extraction), and analyzed for PCBs by
USEPA Method 8082. Analytical results from the verification samples will be evaluated to determine whether or not
this task is complete as follows:

 Analytical results ≤ 10 µg/100 cm2 – task complete; no additional clean up required and/or no disposal
restrictions will apply to the remainder of the frames.

 Analytical results > 10 µg/100 cm2 – remainder of the frames will either be decontaminated to meet the
above standard or disposed of off-site as PCB remediation waste.

PCB wastes will be stored for disposal as described in Section 3.4. It is assumed that the components not in direct
contact with the caulking will meet the cleanup standard; therefore, approximately 2.4 cubic yards (CY) of material
will be removed for off-site disposal as PCB waste.



UMaine – Stewart Commons (222822.02) 3-3 Woodard & Curran
PCB Remediation Plan.doc March 2011

3.2.1.2 South Face Concrete Block Walls

Concrete block walls coated or in direct contact with vertical caulked joints at the south face entries will be removed
for disposal as PCB waste ≥ 50 ppm, along with the caulking and adjacent metal frames.  As supported by the 
characterization data presented in Section 2, concrete blocks will be sawcut and segregated for disposal as follows:

 Concrete block walls to be managed as PCB waste ≥ 50 ppm includes: 

o Interior concrete block walls within 24 inches of the interior caulked joints at the Southeast entry,
Southwest entry, and inside the inner doors of the South Center entry;

o Interior concrete block walls within 6 inches of the vertical caulked joints within the South Center
breezeway (i.e., outside of the inner doors and inside of the outer doors); and,

o Exterior concrete block walls within 6 inches of the exterior caulked joints at the Southeast and
Southwest entries.

 Interior concrete block walls > 24 inches from the interior caulked joints will be managed as non-PCB
demolition debris (walls adjacent to either side of the Southeast entry, the Southwest entry, and the inner
doors of the South Center entry);

 Exterior concrete block walls > 6 inches from the exterior caulked joints at the Southeast and Southwest
entries will be managed as non-PCB demolition debris, as well as the concrete blocks between the two
sawcuts within the South Center entry.

An illustration of the south face entry layout and proposed cut lines is provided on the following page.

During block segregation, blocks along cut lines may be disposed of in their entirety if sawcutting would segregate
only a small volume from the block, thereby reducing a time-intensive labor expense and adding only a small amount
to the total disposal volume.

PCB waste materials will be stored for disposal as described in Section 3.4. It is assumed that approximately 7.5 CY
of concrete block will be generated for off-site disposal as PCB wastes. No additional sampling is proposed beyond
the cut-lines given the frequency of sample collection as part of the planning (interior joints – 1 sample per 16 linear
feet of caulking and exterior joints – 1 sample per 64 linear feet of caulking).
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Figure 3-1: South Face Concrete Block Wall Cut Lines

3.2.1.3 South Face Ceiling Panels

On the underside of each ceiling overhang above the three south face entry doors, the portions of plaster panels
coated or in direct contact with the top horizontal caulked joints will be removed for disposal as PCB waste ≥ 50 ppm, 
along with the caulking and adjacent metal frames (see photo below for the ceiling overhang configuration). As
supported by the characterization data presented in Section 2 for the concrete block walls adjacent to the same
caulking at vertical joints, the ceiling panels will be removed following an approach similar to the cut line and disposal
approach proposed for the concrete block walls as described in the previous section. The portion of the plaster
ceiling panels in direct contact with the joint to a distance of 6 inches will be removed with the caulking as PCB waste
≥ 50 ppm.  Portions of the panels at distances > 6 inches from the upper horizontal caulked joints will be managed as 
non-PCB demolition debris. The PCB wastes will be managed for disposal as described in Section 3.4.

To verify the PCB waste segregation distances, concrete plaster samples will be collected at a frequency of 1 sample
per entrance way, which is 1 sample per 25 or 35 l.f. of caulking (3 samples in total).  If the sample results are ≤ 1 
ppm, then no changes to the above described methods will be implemented. If the results are > 1 ppm, then
additional concrete will be removed and off-set verification samples collected at the same frequency.
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3.2.1.4 South Face Granite

Granite Panel Sections

As shown in the photo below and on Figure 3-1, two sections of granite panels are present on the south face of the
building. One section is located between the South Center and the Southwest entry, and the other section is located
between the South Center and the Southeast entry. Each section consists of ten granite panels constructed in a U-
shape measuring approximately 7 feet high by 44 feet long (approximate thickness of 3 inches). The granite to
granite joints between each panel consist of mortar. The vertical end joints at the edges of both 44-foot sections
consist of caulking represented by sample UMSC-CBK-010 (2,600 ppm). These joints terminate on either metal door
frames or metal columns. Given the significant volume of these panels, the caulking in direct contact with the granite
(vertical granite to metal joints) will be removed by physical means to the maximum extent practical. The caulking
(approximately 28 l.f.) will be managed for disposal as ≥ 50 ppm PCB wastes. 

After caulking removal, the granite and metal columns (two locations) will be decontaminated using a heavy duty
cleaner (e.g., a citrus cleaner as was used in the characterization pilot test). The metal door frames at the other two
joints will be removed for disposal as described in the previous section. The decontamination areas will include the
granite and metal column surface formerly coated or in direct contact with the caulking as well and the entire granite
surface perpendicular to the existing building face (i.e., the panel thickness) along each vertical edge of the granite
panels at the end of the section.

Verification wipe samples will be collected in accordance with 40 CFR 761.123 from the edges of the granite panels
at a frequency of one sample per section of granite (or 2 samples per the 28 l.f. of caulking). One additional wipe
sample will be collected from each of the decontaminated metal columns (2 samples). Samples will be transported to
the laboratory under standard chain of custody procedures, extracted by USEPA Method 3540C (Soxhlet extraction),

February 2011
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and analyzed for PCBs by USEPA Method 8082. Analytical results from the verification samples will be evaluated to
determine whether or not this task is complete as follows:

 Analytical results ≤ 10 
µg/100cm2 – task
complete; no additional
clean up required and no
disposal restrictions will
apply to the granite
panels.

 Analytical results > 10
µg/100cm2 – additional
decontamination will be
performed. If results
below the cleanup level
cannot be achieved, the
granite will be disposed
of as PCB remediation
waste.

Decontamination fluids will be collected and managed for disposal as described in Section 3.4.

Southeast and Southwest Granite Curbs

At the Southeast and Southwest entries, a
16-inch tall granite curb is located beneath
the window bank composing the entryway.
The curb is present beneath the windows,
but not the single door at each of these
lobbies (see photo in Section 3.2.1.3). No
caulking was observed at the horizontal
joint between the metal window frame and
the granite curb, nor was any caulking
observed at the short vertical joint adjacent
to the door frame. However, one caulked
joint was present at the short vertical joint
adjacent to the outer wall of each lobby
area (the west end of the western lobby,
and the east end of the eastern lobby as
shown in the photo below). This caulking is
a continuation of the joint represented by
sample UMSC-CBK-008 (28,000 ppm).
This caulking will be removed for disposal
with the window frames as described in Section 3.2.2.1. The granite curb ends will be decontaminated as described
previously in this section for the granite panel edges, and one verification sample will be collected for comparison to
the cleanup criteria as described above.

February 2011

February 2011
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3.2.2 Wall Sections – East and West Faces

The southern portions of the east and west faces
of the building are constructed with nine pairs of
granite panels, each pair measuring a total of
approximately 6 feet tall by 7.5 feet wide. Metal
panels 10 inches wide abut either side of each
granite panel, forming a vertical caulked joint
between the granite and the metal. At either end
of the granite panel section, brick wall meets
metal panel, forming a vertical caulked joint.
Each granite panel is below a window structure
measuring approximately 9 feet tall by 7 feet
wide. Caulking is present at the vertical and
horizontal joints between the glass and metal
window frames.

3.2.2.1 Metal and Granite Wall Caulking

There are three types of caulking associated
with this wall construction:

 Granite to metal vertical joints (UMSC-
CBK-004);

 Metal to brick vertical joints (UMSC-CBK-005); and,

 Metal to metal perimeter joints (UMSC-CBK-006).

Each of these materials will be removed for disposal > 50 ppm PCB wastes in conjunction with certain adjacent
material remediation as described in the following sections.

3.2.2.2 Granite Panels

There are nine panels on the east and west sides of the building, each with an approximate volume of 6 cubic feet.
Given the significant volume of these panels, the caulking in direct contact with the granite (vertical joints with metal)
will be removed by physical means to the maximum extent practical. The caulking (approximately 216 linear feet) will
be managed for disposal > 50 ppm PCB wastes.

After caulking removal, the granite will be decontaminated using a heavy duty cleaner (e.g., a citrus cleaner as was
used in the characterization pilot test). This will include the surface formerly coated or in direct contact with the
caulking as well as the entire surface perpendicular to the existing building face (i.e., the 1.5-inch thick panel edge)
along both vertical edges of the granite panels.

Verification wipe samples will be collected in accordance with 40 CFR 761.123 from the edges of the granite panels
at a frequency of 1 sample per 25 l.f. of caulking. Samples will be transported to the laboratory under standard chain
of custody procedures, extracted by USEPA Method 3540C (Soxhlet extraction), and analyzed for PCBs by USEPA

February 2010
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Method 8082. Analytical results from the verification samples will be evaluated to determine whether or not this task
is complete as follows:

 Analytical results ≤ 10 µg/100cm2 – task complete; no additional clean up required and no disposal
restrictions will apply to the granite panels.

 Analytical results > 10 µg/100cm2 – additional decontamination will be performed. If results below the
cleanup level cannot be achieved, the granite will be disposed of as PCB remediation waste.

Decontamination fluids will be collected and managed for disposal as described in Section 3.4.

3.2.2.3 Windows and Metal Panels

Windows are present above each granite panel on the east and west walls of the building. Each window and granite
panel section is separated by an 18-foot tall vertical metal panel. Because caulking is in direct contact with the
windows and each metal panel and in consideration of the effort involved with decontamination followed by
verification sampling, the entire window and frame and all 20 metal panels will be removed as PCB waste > 50 ppm.
The approximate disposal volume is estimated at 3.35 CY. The waste stream will be managed for disposal as
described in Section 3.4. Given that all these components will be removed and disposed as > 50 ppm PCB wastes,
no verification samples are proposed (given that there are no materials to sample).

3.2.2.4 Brick End Walls

The north and south metal panel bordering the granite panel section on the east and west faces of the building are
abutted by a brick wall. A vertical caulked joint running from the concrete foundation to the roof forms the interface
between the brick and metal panel. Characterization sampling of the first brick not in contact with the caulked joint
reported PCBs at < 1 ppm. Therefore, the first column of bricks coated or in direct contact with the caulked joint will
be removed for disposal with the caulking as PCB waste > 50 ppm. The brick wall building exterior appears to be
only half the thickness of a structural brick. The approximate total volume of all four brick abutments to be removed
as PCB waste > 50 ppm is estimated at 0.27 CY. No additional sampling is proposed beyond the cut-lines given the
frequency of sample collection as part of the planning (2 of the 4 areas sampled and both samples were < 1 ppm).

3.2.3 PCB Caulking > 1 and < 50 ppm

The caulking reported with PCB > 1 and < 50 ppm is limited to the northern portion of the building where the exterior
construction consists of brick masonry on a concrete foundation. The two types of caulking observed in this area
(represented by samples UMSC-CBK-003, UMSC-CBK-007, and UMSC-CBK-012) total approximately 150 linear
feet of caulking around windows and vent covers set into the brick masonry.

Because these materials appear to be original to the building construction and contain PCBs < 50 ppm, they meet
the definition of Excluded PCB Products. However, the caulking will be managed for disposal at its as-found
concentrations upon removal from the building. Due to the presence of PCBs in the material, the removal of the
caulking at these locations will be performed to the maximum extent practical using the site controls established in
Section 3.1, and will be managed for disposal as PCB waste > 1 and < 50 ppm as described in Section 3.4.
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3.3 SOIL REMEDIATION

Initial soil characterization data indicates that PCBs are present in soils along the east and west faces of the building
at concentrations above the unrestricted use cleanup level of 1 ppm. Based on the existing data set from soils
sampled at worst-case locations, it does not appear that any soils that would be classified as hazardous waste (PCBs
> 50 ppm) are present at the site; however, this will be confirmed during subsequent characterization sampling.

To determine the extent of soil removal required, additional horizontal and vertical delineation of PCBs in soils will be
conducted prior to excavation. The proposed characterization sampling is limited to certain soils adjacent to the east
and west faces of the building as no PCB source material caulking (i.e., PCBs > 50 ppm) was identified on the
northern portion of the building, and to the south, no PCBs were detected in the soil characterization samples
collected from the limited unpaved areas (landscaping beds) adjacent to the south face of the building. This
characterization sampling work will be performed with a goal of developing a soil remediation plan to be submitted to
EPA as an addendum or modification to this Remediation Plan.

Given the size of the area where PCB impacts to soils are likely, additional characterization samples will be collected
along portions of the east and west faces of the building. The portions of these façades are limited to the areas
constructed with granite panels, metal panels, and windows with PCB-containing caulking. On both the east and west
façades, these sections cover an approximate length of 75 feet of the building. The following characterization
sampling plan is proposed:

 A row of surface samples (0-3 inches bgs) will be collected parallel to the building at 10 foot spacings and at
a distance of 10 feet from the foundation (8 samples on each east and west sides); these samples will
support the east-west delineation of the removal area.

 Surface samples will be collected near the building foundation at a distance of 10 feet beyond the end of the
building sections constructed with PCB-containing caulking (1 sample at each end x 2 building sides = 4
samples); these samples will support the north-south delineation of the removal area.

 Subsurface soil samples will be collected at depth to delineate the vertical extent of PCB impacts both
adjacent to the building foundation (4 samples on each east and west sides) as well as at a distance of 10
feet from the building (4 samples on each east and west sides).

The proposed sequence of work activities is to complete the building material remediation and partial demolition prior
to any soil remediation.

3.4 STORAGE AND DISPOSAL

The following activities will be completed with regard to the proper storage and disposal of PCB wastes:

 Secure, lined, and covered waste containers (roll-off or equivalent) or 55-gallon DOT-approved steel
containers will be staged for the collection of PCB wastes generated during the work activities in accordance
with 40 CFR 761.65;

 PCB waste containers will be properly labeled and marked in accordance with 40 CFR 761.40;

 At the end of each work day, any generated PCB wastes will be removed from the work area and placed
into the appropriate waste containers;
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 Caulking and certain building materials in direct contact with caulking (concrete, bricks, metal panels, and
window or door frames) will be transported off-site for disposal as > 50 ppm PCB wastes. The waste will be
transported to a hazardous waste landfill permitted to accept this type of waste (e.g., Chemical Waste
Management’s landfill in Model City, NY, or equivalent facility). If any site soils are found to contain PCBs >
50 ppm, these soils will also be transported to the same waste landfill as the building materials containing
PCBs > 50 ppm.

 Caulking, certain building materials, or soils containing PCBs > 1 and < 50 ppm will be transported off-site
for disposal as PCB remediation waste in accordance with 40 CFR 761.61(a). The waste will be transported
to a non-hazardous waste landfill permitted to accept such materials (e.g., Waste Management’s
Crossroads Landfill in Norridgewock, Maine or equivalent facility).

 At the end of their use on the project, non-disposable tools and equipment will be decontaminated in
accordance with 40 CFR 761.79. Decontamination fluids generated during the work will be
collected/contained and managed/disposed in accordance with 40 CFR 761.79.

 Copies of waste manifests, waste shipment records, and certificates of disposal will be collected and
provided as part of the final report to EPA and MEDEP.

3.5 RECORDKEEPING AND DOCUMENTATION

Following completion of the work activities, records and documents per 40 CFR Part 761 will be generated and
maintained at one location. These documents will be made available to EPA and MEDEP upon request. A final
report documenting the completion of the work activities and including but not limited to a description of the work
activities, verification analytical results, volumes of disposed materials, and waste disposal documentation will be
prepared and submitted to EPA and MEDEP.

3.6 SCHEDULE

Remediation activities will be conducted following approval of this plan and in accordance with the overall building
renovation project schedule. Although the building is currently unoccupied, the work schedule will depend on the time
of year and the University’s academic calendar. At this time, it is anticipated that the partial demolition of portions of
the building that will be managed as PCB waste will begin in the late spring of 2011.
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